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DO CRYOGENIC OPERATING PERSONNEL

1. A D@ qualified cryogenic operator may make adjustments and evaluate alarms for
corrective action for the D@ cryogenic systems and subsystems. He may operate the D&
cryogenic systems from the operating procedures as directed by a cryo expert.

2. A D@ cryogenic expert may manage the D@ cryogenic systems and subsystems. He
may deviate from, or instruct the deviation from the operating procedures, usually with
the consent of another cryo expert. He will oversee, if not do, unusual procedures,
troubleshooting of systems and devices, any modifying/additions of software controls or
programming.
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TERMSTO KNOW(CONTROLS COMPONENTS)

PL C -Programmable Logic Controller
PC- Personal Computer such as Gateway 486
T1565- Texas Instruments model type of programmable logic controller
DMACS- Distributed Manufacturing Automation and Control Software.
Written by Intellution and is the operator graphical interface to the D@ control
environment.
SCADA NODE- Supervisory, Control, and Data Acquisition Node. Houses
database and runs Scan, Alarm, and Control (SAC). They also share their data with
view nodes.
VIEW NODES- Access and display data from SCADA nodes. They do not contain
databases.
TISOFT- Program that runs on PC's, used to program programmable
controller(T1565).
IBM Token Ring- A Network on which DMACS nodes communicate  with each
other.
I/O Bases- Texas Instrument crates located at the bottom of the  south stairwell at

which all the Input/Output physical wiring is tied to.

Hot Backup- PLC configuration where two PLC's run in tandem. If one should fail
the other takes over automatically.

LAM- Loop Acess Module. An operater loop control station hardwired directly to

the PLC. It can control any of the 64 PID  loops in the PLC.

SAC- Scan, Alarm, and Control. DMACS background task that handles the database
updating and scanning. Only on a SCADA NODE.

/O Modules- Cards that plug into the I/O base that condition input/output devices
for PLC interface.

Auto Dialer- A voice synthesized alarm chassis that can call on or off site and page
people. Its inputs are from the PLC, can be controlled from DMACS View, and its
output is over the telphone line.

TERMSTO KNOW(MECHANICAL COMPONENTYS)

NEC- North End Calorimeter(2800 gls LAR)

CC- Center Calorimeter (5300 glIs LAR)

SEC- South End Calorimeter (2800 gls LAR)

Platform- The large frame that the calorimeters reside on. It can roll between the
collision hall and the assembly hall. The platform and everything it supports weighs
about 5000 tons.

South Side- Cryo Control room side of the D@ complex.

ATC- Argon Test Cell, used for electron mobility testing

U.P.S- Uninterruptable power supply, 10KV A.C. power for DO  cryogenic controls.

Cryocor ner- SouthEast corner of the Platform where cryogenic and utility piping
Is attached.
Cryobridge- Cryogenic Piping manifolds that run from the cryocorner to the

Calorimeters.



Rotating Bayonets- Rotating cryogenic jumpersthat tie the NEC and SEC to the

cryobridge.

Pump room- Utilities room off 4th floor catwalk next to cryogenic
[/A- Instrument Aiir.

E/A- Emergency Backup Air(high pressure trailer).

ODH Platform- Raised platform in south stairwell where two relay
contain ODH and V acuum equipment.

EF-7- Ventilation Fan for cryogenic areas which is aways on(4500
EF-6- Emergency ventilation fan for cryogenic areas(13000 CFM).
started on ODH or cryogenic spill alarm.

UV- Utility Vacuum system.

I'V- Insulating Vacuum System.

PV- Pneumatic Valve.

PT- Pressure Transmitter.

DPT- Differential Pressure Transmitter.

EV- Electric Valve

CC- Cold Cathode Vacuum instrumentation

T G- Thermocouple Vacuum gage

Pipe Chase- A vertical corridor on the South side that runs from the
sump. All of its acess points are normally locked.

Sump- Cavity under the LAR Dewar room. Part of ventilation path.
CRYOSTAT - Interchangable with the word Calorimeter.

DEVICE NUMBERS:

Series Associated Equipment

1XX NEC

2XX CcC

3XX SEC

4XX Argon Truck Fill/DUMP
5XX Nitrogen Dewar

6XX Argon Dewar

XX I/A and Vacuum Systems

control room.

racks that

CFM).
Automatically

roof to the



D@ cryogenic Description

The D@ detector consists of 3 liquid Argon Calorimeters (ECN,CC,ECS). The
Argon used in these calorimeters is high purity. The Argon must contain less than .5 ppm
of O2 and pass an electron mobility test. The calorimeters contain arrays of particle
detectors. These calorimeters sit on what's refered to the D@ detector platform. The
platform can be rolled in and out of the collision hall. The calorimeters can be cooled
down and operated in the collision hall or the assembly hall. ECN and ECS can hold 4300
gls of LAr. CC can hold 5300 gls of LAr.

The liquid Argon is stored in a 20,000 gallon vacuum insulated vessel, located at
the 1st level at the bottom of the South stairwell. The cryostats and the LAr dewar have
cooling coils inside the pressure vessel with both inlet and outlet control valves.

The calorimeters and the Argon dewar is cooled by LN2 from a LN2 20,000
gallon dewar which is located on the South side of the D@ complex.

Each cryostat vacuum shell can be pumped on by a diffusion pump or a common
blower backed by a common Mechanical pump.

Power

The electrical power for D@ is provided by commercial power which has an
automatically controlled diesel generator for emergency power for selected crucial items.
Some of these items are ODH related ventilation fans, I/A compressor, IV and UV
vacuum pumps, Glycol cooling pumps, glycol cooling tower, and Cryogenic controls
U.P.S.. This generator requires about 15 seconds to supply power when commercial
power fails.

The electric power for the cryogenic control system is provided through the
emergency generator backed U.P.S.. The U.P.S. provides power to the PLC, 1/O bases,
ODH monitoring system, IBM compatibles, micro vax, vacuum monitoring relay rack,
and the control room Mac II. The U.P.S. supplies power immediately upon commercial
power failure. The control system performs without interruption on a commercial power
loss. The U.P.S. backup time is about 2 hours at the current load.

Control System Description

The cryogenic processes are controlled by pneumatically driven valves which
receive an electrical control signal from the input/output bases of the Programmable
Logic Controller(T1565).

The PLC controls the cryogenic processes through PID loop and programmed
ladder logic.

The operator interface to the PLC control system is done
through IBM compatible computers(PC'S). The PC'S run software that communicates to
the PLC through graphic control screens. The PC'c also perform historical trending and



historical data archiving. The PLC runs the control system with or without the PC
communicating with it, in other words the PLC is still controlling even if all the PC'sare
turned off.

Another Operator interface to the PLC which islimited to the PID control loopsis
called aloop access module(LAM). This device looks like a standard loop controller
except that it can control al the loops.

DMACS Overview (Distributed M anufacturing Automation
and Control System)

DMACS alows an operator to control a system through graphical computer view
screens. At D@ these screens were designed to look like the physical devices and
configurations as much as possible. In most cases the view screen is a portion of the flow
diagram, with device values displayed right on the picture. Changes to control parameters
can be made right on these pictures, such as a controlling setpoint change. These pictures
are also password protected to prevent unauthorized access.

DMACS has 2 types of nodes. A node is one station(one personal computer).
They are SCADA node(Supervisory, Control, and Data Acquisition) and View node. The
SCADA node is a node that communicates directly to the PLC, contains the database, and
passes information to all the view nodes over the IBM token ring network. There is
normally only one SCADA node operating. The view node is used primarily for operator
displays and gets it's values from the SCADA node over the IBM token ring network. It is
transparent to the user whether he is operating from a View or SCADA node.

DMACS is a distributed system, that is all the nodes function off of one database.
This means any value change whether it is process generated or operator generated will
be reflected on all of the nodes.
NOTE: The PLC will continue controlling all of the processes with the current setpoints
even with DMACS off.

ALARM HANDLING

The control system has three type of alarms, Analog, Digital, and Auto Dialer.
Each node can be configured to beep if an alarm is generated. Normally only one of the
control room nodes is configured with the "horn" on.

Analog alarms are generated from the SCADA node database. Each analog input
in the database can be configured with alarm setpoints. There are four main types of
alarms HH, HI, LO, LL. Most analog inputs are not alarmed, however the ones that are
are displayed on the analog alarm graphics control page in view. From view all of their
setpoints and enabling/disabling can be manipulated. When there is an analog alarm all
nodes that have the horn on, will beep.

Digital alarms are generated in the ladder logic of the PLC. They can be
enabled/disabled from the digital alarm supervisor page. When there is a digital alarm, all
nodes that have the horn on, will beep.

Auto Dialer Operation



The Auto Dialer monitors alarm conditions viathe T1565 PLC. Upon an alarm condition
it initiates a phone calling sequence of preprogrammed lists with assigned priorities.
When someone is reached, the Auto Dialer describestheindividual aarmiitis calling for,
by a preprogrammed set of words for that individual alarm, spoken by afemale voice.
The called person then has a chance to acknowledge the alarm over the telephone. If the
alarm is not acknowledged, the Auto Dialer will disconnect and call the next person on
the list and will continue to cycle through the list until it is acknowledged, reset, or the
alarm condition no longer exists.

NOTE: The Auto Dialer will function properly aslong asthe PLC is operating. DMACS
doesn’t have to be running.

Currently Programmed Auto Dialer M essages

CH# V oice Synthesized Message

1 L AR tank pressure high.

2. L AR tank pressure low.

3. L N 2 tank pressure high.

4. L N 2 tank pressure low.

5. L N 2 tank level low.

6. Compressor air pressure low.

7. Emergency air pressure low.

8. C C tank pressure high.

0. C C tank pressure low.

10. CCIV pressure high.

11. Cold valve pressure low.

12. Temperature device cold.(Trough Temperature)
13. ODH aarm.

14. Air flow devicefailure. (Ventilation)
15. UPS adarm. (Parameter Alarm)

16. U PS power on. (Inverter On)

17. | O basefailure. (Blown Fuse)

18. Air compressor failure. (Off)

19. Air Treatment failure. (Air Drying System)
20. Anaog fault. (Transmitter Failure)
21. NEC pressure HIHI

22. NEC pressure LOLO

23. NEC IV HIHI

24, WAMUS gas flow low

25. SEC pressure HIHI



26. SEC pressure LOLO

27. SEC IV HIHI

28. Collision Hall Ventilation Failure
29. Unused.

30. Unused.

31. Unused.

32. Unused.

Auto dialer Alarm Acknowledging

When receiving an auto dialer alarm it can be dealt with in several ways.

1. Punch 8 on atouch tone phone after the message, to acknowledge.

2. Hang up, call it back,(840-8065) after the telephoneringsal  current darmswill be
acknowledged

3. Open the Auto Dialer door and push the reset button .

CAUTION: Doing thisputsall of the auto dialer alarms in the bypass
mode for the" bypassto run delay” time period. This should only be used
temporarily to stop the outgoing calls from the auto dialer while you are assessing
the  aarm, because you will not be notified by the auto dialer while  in thismode,
If another auto dialer darm istriggered. For longer term acknowledgment for a particul ar
alarm, it should be disabled.

4. Theindividual alarm that has been triggered can be disabled,  while assessing the
alarm. Thiswill disable the alarm to the auto dialer also.

ODH Alarm configuration

ODH aarms are generated by the Research Division ODH monitoring chassis.
D@ has two ODH zones, the detector platform(14 heads) and the south side building (10
heads). The ODH alarms are linked directly to FIRUS. The PLC also monitors them and
their status is available in view. The auto Dialer is also activated on an ODH alarm.

Whenever there is a change of state in the ODH sytem ie. alarm, trouble, or
bypass, Security Dispatch (x3414) should be advised of the situation as soon as possible.

During an ODH alarm the cryo control room may be entered if the doors are
propped open. There are several O2 monitors near the double door, which should be worn
during an alarm.

Since D@ has 24 ODH heads installed, they are allowed to keep 2 spare heads.
RD safety also allows D@ to keep a set of ODH bypass keys for maintenance and trouble
shooting.

Warning: D@'s cryogenic safety subcommittee, will only allow the ODH bypass key, to
be be used by a D@ designated cryoexpert.



D@ Cryo expert list as of 10/1/91

Dan Markley X2849 p-992
Russ Rucinski x2888 p-527
Kurt Krempetz x4657 p-509

cryopager Long Distance

Safety Interlock summary list

TRIGGER ACTION DESCRIPTION
1) LARDewar LL Closes PV612N LAR DEW Cond OFF
2) LAR Dewar HH Closes PV601A LAR DEW Vaporizer OFF
3) DPS560N Closes PV513N High Platform LN2 Flow, Isolation
4) DPS563N Closes PV 548N High LAR DEW, LN2 Flow, Isolation
5) TS132E Closes PV10IN & PV102N LN2inVent NEC Cond OFF
6) TS232E Closes PV201IN & PV202N LN2in Vent CC Cond OFF
7) TS332E Closes PV301IN & PV302N LN2in Vent SEC Cond OFF
8) DPS138A Closes PV119A High LAR Flow, NEC Isolation
9) DPS238A Closes PV219A High LAR Flow, CC Isolation
10) DPS338A Closes PV319A High LAR Flow, SEC Isolation
11) Any ODH Alarm EF-6 ON 13000 CFM Building vent
12) Any CryoSpill  EF-6 ON 13000 CFM Building Vent
13) Keylock PV118A NEC Fill/Drain locked closed
14) Keylock PV218A CCFill/Drain locked closed
15) Keylock Pv318A SEC Fill/Drain locked closed

Interlocks #3 through #10 are latching. They will not reset when the triggering action
clears. They must be reset by pressing thecryo control room reset button, located in the relay
rack.



DY OPERATOR TEST

NAME DATE

1. Where can the initial assessment be made of an ODH alarm?
A. D@ main control room without portable O2 detector.
B. Cryo control room without portable O2 detector..
C. Detector Platform without portable O2 detector.
D. ODH Platform without portable O2 detector.
E. Outdoor ODH status panel without portable O2 detector.

2. Name the two ODH zones? and

3. Circle equipmentot on emergency power.
A. Glycol cooling tower. G. I/A comp #1.
B. Glycol system pumps. H. I/A comp #2.
C. IV mechanical pump. J. Air Driers.
D. UV mechanical pump. K. Diffusion pumps.
E. EF-6 and EF-7.

F. U.P.S.
4. Circle the equipment not on the U.P.S. .
A. PLC #1 & #2. F. CDF View Node.
B. ODH equipment rack. G. I/O bases.
C. Cryo CR NODES H. D@ Main View Node.

D. Control room clock
E. Vacuum rack.

Trueor False
1. The sump is considered a confined space. True False

2. The pipe chase is considered a confined space. True False
3. EF-6(13000 cfm) & EF-7(4500 cfm) are always on. True False

4. Each calorimeters N2 cooling loop and pressure vessels relief  have a common
exhaust line to vent. True False

5. During cooldown of a calorimeter an operator should try to maintain liquid N2 in
the exhaust line. True False

6. The calorimeters can be filled warm. True False



7. The keyswitches to the fill/drain line PVx18A may be |eft "enabled” al the time.
True  Fase

8. The Auto Dialer may be temporarily bypassed to assess an alarm. True False

9. The LAr dewar has two relief valves, 65 and 20 PSIG.
True Fase

10. A calorimeter may befilled from the LAr dewar withthe65  PSIG relief valve on
line.  True Fase

11. The calorimeters pressure vessel relieves at 13 PSIG.
True Fase

12. Hitting the RESET on the Auto Dialer clears all the Cryo alarms?
True Fase

13. What isatypical pump discharge pressure for the WAMUS, SAMUS, and TRD
gas systems.

A. 6 mBar

B.5" H20

C.5PSIG

D. 18 PSIG

E. 30 PSIG

14. On WAMUS and SAMUS, how do you clear atripped interlock.(Assume the cause
of thetrip hasreturnedto  acceptable level)?

A. Disable then Enable the interlock.

B. Turn the reset "off" the "on".

C. Type ALT-A.

D. Go to the alarm page then type ALT-A.

E. Click on the tripped interlock.

15. The Liquid Argon Storage Dewar is normally 65 PSIA?
True Fase

16. During normal steady state operations an ODH alarm activates in the cryo
corner and avisual check with the camerashowsa vapor cloud there. To stop the spill
what valve do you close?

A. The Liquid Nitrogen supply valve to the Calorimeters at the

Nitrogen Dewar.

B. The Liquid Nitrogen Supply valveto the Liquid Argon storage
Dewar at the Nitrogen Dewar.

C. At the Caorimeters, the Liquid Nitrogen Supply valves, PV101N,
PV102N, PV201N, PV202N, PV 301N, PV302N.

D. Theredundant Liquid Agon fill/drain valves, PV118A, PV218A,

PV318A.



17. The pressurein all 3 Calorimetersis 22 PSIA and rising. What is
cause?

A. Theinsulating vacuums are spoiled.

B. Thereisno problem, thisis anormal condition.

C. Thereisaloss of liquid Nitrogen cooling to the Calorimeters.

D. The Caorimeter relief valves are stuck.

18. How do you enable a Cryo page such as the South EC page?
A. Click the enable box.
B. Type ALT-A, then type "RP", ENTER
C. Type ALT-U, then type "DM", ENTER
D. Type ALT-U, then type "CRYO", ENTER
E. Type ALT-U, then"ERNIE", ENTER
F. Click enable, then type "CRYO", ENTER

19. How do you enable a gas system page such as the SAMUS page?

I nstructor section only
20. Individual Operator test.
Correct Incorrect Instructor Initials

the most likely

Test Score




